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GENERAL NOTES
THE CITY OF COLUMBUS CONSTRUCTION AND MATERIAL SPECIFICATIONS, (CURRENT VERSION) AND
STANDARD DRAWINGS INCLUDING ALL SUPPLEMENTS THERETO. SHALL GOVERN ALL CONSTRUCTION ITEMS
THAT ARE A PART OF THIS PLAN UNLESS OTHERWISE NOTED.

CONTRACTOR SHALL OBTAIN ALL NECESSARY PERMITS PRIOR TO STARTING CONSTRUCTION.

THE CONTRACTOR IS RESPONSIBLE FOR THE INVESTIGATION, LOCATION, SUPPORT, PROTECTION. AND
RESTORATION OF ALL EXISTING UTILITIES AND APPURTENANCES WHETHER SHOWN ON THESE PLANS OR
NOT. THE CONTRACTOR SHALL EXPOSE ALL UTILITIES OR STRUCTURES PRIOR TO CONSTRUCTION TO
VERIFY THE VERTICAL AND HORIZONTAL EFFECT ON THE PROPOSED CONSTRUCTION. THE CONTRACTOR
SHALL CALL, TOLL FREE, THE OHIO UTILITIES PROTECTION SERVICE (1-800-362-2764) 72-HOURS
PRIOR TO CONSTRUCTION AND SHALL NOTIFY ALL UTILITY COMPANIES AT LEAST 48-HOURS PRIOR TO
WORK IN THE VICINITY OF THEIR UNDERGROUND LINES.

EXISTING UTILITIES: THE IDENTITY AND LOCATION OF THE EXISTING UNDERGROUND UTILITY FACILITIES
KNOWN TO BE LOCATED IN THE CONSTRUCTION AREA HAVE BEEN SHOWN ON THE PLANS AS
ACCURATELY AS PROVIDED BY THE OWNER OF THE UTILITY. THE ENGINEER/SURVEYOR ASSUMES NO
RESPONSIBILITY AS TO THE ACCURACY OF THE LOCATIONS OR THE DEPTHS OF THE UNDERGROUND
FACILITIES WHETHER SHOWN ON THE PLANS OR NOT.

LOCATION. SUPPORT. PROTECTION AND RESTORATION OF ALL EXISTING UTILITIES AND APPURTENANCES
SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR. THE COST OF THIS WORK SHALL BE INCLUDED
IN THE PRICE BID FOR THE VARIOUS

EROSION AND SEDIMENT CONTROL MEASURES ARE REQUIRED AS PART OF THIS PROJECT. EROSION AND
LAND-DISTURBING ACTIVITIES MUST COMPLY WITH ALL PROVISIONS OF THE DIVISION OF SEWERAGE AND
DRAINAGE EROSION AND SEDIMENT CONTROL REGULATION. ALL LAND-DISTURBING ACTIVITIES SHALL BE
SUBJECT TO INSPECTION AND SITE INVESTIGATION BY THE CITY OF COLUMBUS AND/OR OHIO EPA.

IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO NOTIFY THE CITY OF COLUMBUS TWO WORKING DAYS
PRIOR TO COMMENCEMENT OF INIllAL SITE LAND DISTURBANCE ON ANY SITE OF ONE OR MORE ACRES.
THIS INCLUDES SITE CLEARING, GRUBBING AND ANY EARTH MOVING. PRIMARY EROSION AND SEDIMENT
CONTROL PRACTICES ARE MANDATED BY REGULATION TO BE IN PLACE FROM THE BEGINNING OF THE
CONSTRUCTION ACTIVITY. PLEASE CONTACT ll-IE STORMWATER MANAGEMENT OFFICE @ (614) 645-6700
OR FAX @ (614) 645-1506. DETAILS OF ll-IIS REQUIREMENT MAY BE FOUND IN THE EROSION AND
SEDIMENT POLLUTION CONTROL REGULATION (ADOPTED JUNE 1. 1994). FAILURE TO COMPLY MAY
RESULT IN ENFORCEMENT ACTION AS DETAILED IN ll-IE COLUMBUS CITY CODES SECTION 1145.80.

SAFETY REQUIREMENTS: ll-IE CONTRACTOR AND SUBCONTRACTOR SHALL BE SOLELY RESPONSIBLE FOR
COMPLYING WITH ALL FEDERAL. STATE. AND LOCAL SAFETY REQUIREMENTS, TOGEll-IER WITH EXERCISING
PRECAUTIONS AT ALL TIMES FOR ll-IE PROTECTION OF PERSONS (INCLUDING EMPLOYEES) AND
PROPERTY. IT IS ALSO SOLELY ll-IE RESPONSIBILITY OF THE CONTRACTOR AND SUBCONTRACTOR TO
INIllATE, MAINTAIN. AND SUPERVISE ALL SAFETY REQUIREMENTS. PRECAUTIONS, AND PROGRAMS IN
CONNECTION WITH THE WORK.

ITEMS. ALL CONTRACTORS SHALL INVESTIGATE AND LOCATE ALL UTILITIES PRIOR TO CONSTRUCTION.

MISCELLANEOUS WORK: ALL ITEMS OF WORK CALLED FOR ON THE PLANS FOR WHICH NO SPECIFIC
METHOD OF PAYMENT IS PROVIDED SHALL BE PERFORMED BY ll-IE CONTRACTOR AND THE COST OF
SAME SHALL BE INCLUDED IN ll-IE PRICE FOR ll-IE VARIOUS RELATED ITEMS.

MONUMENTS: ANY PROPERTY CORNER PINS OR PERMANENT SURVEY MARKERS DISTURBED DURING
CONSTRUCTION SHALL BE RESET BY A REGISTERED SURVEYOR AT ll-IE CONTRACTOR'S EXPENSE.

OHIO EPA PERMITS: THE CONTRACTOR SHALL COMPLY WITH ALL REQUIREMENTS AND SPECIAL
CONDIllONS OF THE OHIO EPA PERMITS ISSUED FOR THE PROJECT.

EAST DEMOLITION PLAN EAST DIMENSION PLAN

3 DEMOLITION NOTE: CONTRACTOR SHALL TO SALVAGE ALL GRANITE & DEMOLITION ITEMS FOR RE-USE. DIMENSION PLAN NOTE: CONTRACTOR TO VERIFY ALL DIMENSIONS PRIOR TO ORDERING MATERIAL
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CODED NOTES

.. 2 WORKING DAYS '6
BEFORE YOU DIG

CALL TOLL FREE: 800-362-2764
OHIO Ul1Ul1ES PROTEC110N SERVICE

~ AREA TO BE REMOVED & SALVAGE

B8888?l SEAT WALL FROM RE-USED
GRANITE PAVERS*

I'" "1
::::::::::::::::::::::::::::: PAVER TYPE 1*

I'S\\\'I PAVER TYPE 2*

~ EXPANSION JOINT*

*SEE ARCHITECTURAL DRAWINGS FOR
DETAILS
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FOUNTAIN LIGHTS &
LEVEL SENSOR \lIRING.
(2#12+#12GRD IN l' GRC)

CONDUIT #30

1:: CONDUIT #4 0

o

1. REMOVE EQUIPMENT.

2. REMOVE \lIRE & CONDUIT SYSTEM.

3. LOCATE FEEDER TO POST LIGHTING PRIOR TO GENERAL CONTRACTOR
DEMOLITION \lORK.

EX. FOUNTAIN
SYS. CTRL. PNL.
480V- 311,3\1,60A

~ I ~EX. FOUNTAIN1 SYS. TMFR.
~ , 480V TO 120V-ll1,2\1,5KVA

FRACTIONAL

FUSIBLE

GENERAL

GROUND

HEATING

INTERCOM

JUNCTION

LIGHTING

MANHOLE

MANUFACTURER

MECHANICAL

PLUMBING

OPERATOR/OPERATED

PANEL

PUSHBUTTON

RECEPTACLE

REQUIRED

THERMOSTAT

S\lITCH

S\nTCHBOARD

TELEPHONE

TERMINAL BOARD

TRANSFER

TRANSFORMER

TEMP. CONTROL CONTRACTOR

\lEATHERPRooF

REQ'D

FRACT

FSBL

GEN

GRD

HTG

IC

JUNC

LTG

M.fl.

MFGR

MECH

PLBG

oPER

PNL

PB

RECEPT

STAT

S\I

S\IIBD

TELE

TERM. BD.

TRANS

TFMR

T.C.C.

\lP

ABBREVIATIONS

FOUNT AIN POwER
SYSTEM ELEVATION

EX. N.F. DISC.
S\.JITCH
480V-311,3\1,60A

f2\CONDUIT #1 REMOVE 60A
'C-/FEEDER FROM PANEL

B1AA (3#6+#10GRD IN
1-1/4' GRC)

f2\CONDUIT #2 FILTER PUMP
'C-/8o FOUNTAIN PUMP FEEDER

(3#6,3#10+#10GRD IN
1-1/4' GRC)

AMERICAN \/IRE GAUGE

AMPERE

ABOVE

AUXILIARY

BOARD

BREAKER

BUILDING

CABINET

CEILING

CIRCUIT

CONCRETE

CONDUIT

CONNECTION / CONNECTOR

CONTRACTOR

CONTROL

DETAIL

DIAGRAM

DISCONNECT

ELECTRiCAL

ELEVATION

EMERGENCY

EXHAUST

FEEDER

FIRE ALARM

FIXTURE

FLUORESCENT

~

I~

3L

o

A\lG

A

AB

AUX

BD

BRKR

BLDG

CAB

CLG

ClRe

CoNC

CoND

CONN

CoNTR

CoNT

DTL

DIAG

DISC

ELEC

ELEV

EMERG

EXH

FDR

FA

FIX

FLUOR

N
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RESERVED
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FURNISH ~8o INSTALL NE\I
CONDUIT 8. \lIRE
(2#12+#1 GRD IN 3/4' GRC

I N

I

l­
'-

EX. UNIT HEATERS
120V-111l,2'w',FRAC.

wALL

37

-----,

~ ~

I

: RESERVED

I
_1-

CONDUIT FEEDIN
RS (2#12+#12GRD
C)

PLAN

L

~

\j~U
I

FURNISH ~ INSTALL JUNCTIOj
BOX AT ~NNECTOR IN EX.
CONDUIT UN

0> 0

38

~EX. \lIR
f2\UNIT HE
'C-/IN 3/4'

a:>

0CONDUIT #4

~

r­
r-

1
: RESERVED

I
_1-

- EX, PANEL B1AA
480/277V- 311,4\1
EX. 60A-3P BREAKER @ LOCATION 20, 22, 24
FEEDS THE EX. FOUNTAIN SYSTEM CONTROL
PANEL. REMOVE \lIRE & COND~IT FEEDING THIS
SYSTEM. MARK PANEL SCHEDUllE AS SPARE.

c

EX. FOUNTAIN
PUMP
480V-llI,3\1,314HP

m

ELECTRICAL

I c,

P/

I EX. FOUNTAIN PUMLJ:;::::;:::J_
480V 311,3\1,15HP ~

I
FILTER

39
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1/2' GRC-----(?F-----l
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I
I
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ONDUIT #1

L __
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I
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NOTE.
DOES B\lC \lANT TO REMOVE
SNO\l MELT SYSTEM \lIRE'
CONDUIT1 PLAN INDCATE
REMOVAL OF FOUNTAIN \lIRE
So CONDUIT

e"

o w ~ ~

~.- I.-

LEVEL

f2\CONDUIT #3rt=:fN1I'C-/ C N UIT #1

0CONDUIT #4 I ~

c---l

<0

I 0CONDUIT #

I

~

'"

E ATOR

E TOR

~

0CO~DUIT #3

I
,t::;"\EX,' EMPTY ===---- '
"'\::737ji' CONDUIT ......

-q-

EX. UNDERGROUND
ELECTRIC VAULT

FEEDER TO
POST

(l'fX FOUNTAIN SYS. TMFR.
4BOV TO 120V-1I1,2\1,5KVA

(l~:;X' FOUNTAIN -SyS,' CfR1.~PNL:=-
480V-311,3\1,60A I

I
(1"f.X. N.F. DISO:. S\.JITCH

480V-311,3\1,60A I
I (!SJ IL J

STArR #2
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EX. FOUNTAIN
ABV.

I
EX. LIGHT~ 1--1
POST ABV c "i I

L_---l

60'

42'

42'

42'

19'

42'

42'

42'

6'-0' TO TOP

AS REQUIRED

AS REQUIRED

SEE DRA\nNGS

AS REQUIRED

AS REQUIRED

I
I
I

--J FEEDEET~tf--
1

--PI3ST

-i-----}-
5 ;;x;-~IEl2-1' SEALTI.J.= - -<
~HT FIXTURESITO CONDUIT 1HRU I
'BE REMOVED CONCRETE ICEILING

. TlLFOIINT$IN _ I I II I II
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E
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F

MOUNTING HGT. TO CENTER
UNLESS OTHER\lISE NOTED

LEGEND
DESCRIPTION

MOTOR - I PHASE

MOTOR - 3 PHASE

\lALL MTD. EXIT LIGHT \II DIRECTIONAL ARRo\lS

SAFETY S\lITCH

MAGNETIC MOTOR STARTER

MANUAL MOTOR STARTING S\lITCH \1/ PILOT LIGHT

LINE VOLTAGE THERMOSTAT

CEILING FAN SPEED CONTROLLER

T V OUTLET

CEILING MOUNTED EXIT LIGHT

ELECTRICAL PANEL

NE\I DEVICE LINE TYPE

EXISTING DEVICE TO REMAIN LINE TYPE

EXISTING DEVICE TO BE REMOVED LINE TYPE

TOGGLE S\lITCH - SINGLE, 3-\lAY & 4-\lAY

TOGGLE S....ITCH - '1,/1 PILOT LIGHT

TELEPHONE OUTLET

TELEPHONE OUTLET - FLOOR MOUNTED

DUPLEX RECEPTACLE \// GROUND FAULT INTERRUPTER IB'

DUPLEX RECEPTACLE - FLOOR MOUNTED

DOUBLE DUPLEX RECEPTACLE IB'

SPECIAL OUTLET AS REQUIRED SEE DRA\nNGS

\lIRED JUNCTION BOX SEE DRA\nNGS

SPECIAL rLlJOR OUTLET AS REQUIRED

DUPLEX RECEPTACLE 3 \lIRE GRD. TYPE IB'

DUPLEX RECEPTACLE \lEATHERPROOF IB'

ELECTRICAL
SYMBOL
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